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MINIMUM 4 IN. RECOMMENDED

BELOW FIXTURE FOR CABLE
AND JUNCTION BOX (BY OTHERS)

LUMINAIRE # 77 814 — SEE SPECIFICATIONS:

NOTES:

MINIMUM OPENING
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(PROVIDED BY OTHERS)

WATERPROOF J—BOX
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PROVIDE A MINIMUM 6~ OF
PEA GRAVEL TO MAINTAIN
PROPER DRAINAGE.
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NOTE: MORE GRAVEL MAY
BE NEEDED IN AREAS THAT
HAVE POOR SOIL DRAINAGE
AND/OR ARE SUBJECT TO

FREEZE
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